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NEV  is  typically  caused  by  fundamental  frequency  currents  returning  to  the 
source via the neutral conductor and earth.  However, harmonic distortion is also 
found  to  contribute  to  elevated  NEV.    A  multiphase  harmonic  load  flow 
algorithm  is  developed  to  examine  the  effects  of  various  factors  on  the NEV, 
including  unsymmetrical  system  configuration,  load  unbalance  and  harmonic 
injection. To fulfill this objective, the system modeling is adapted to include the 
neutral  conductor  into  the  component  equivalent  circuit.  The  overhead 
transmission  line  is remodeled  in detail based on the Carson’s  line theory.   The 
neutral  and  earth  return  paths  are  represented  explicitly  in  the  model.  
Additionally,  the  harmonic  analysis,  embedded  in  the  load  flow  algorithm,  is 
demonstrated using a single‐phase uncontrolled capacitor‐filtered rectifier model. 
The algorithm and  the associated models are  tested on an  IEEE example 
system.  The  load  flows  are  performed  under  different  system  and  load 
conditions,  including  both  linear  and  non‐linear  loads.  The  accuracy  of  the 
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developed algorithm  is verified by comparing  the model predictions with  field 
measurements on real multigrounded distribution feeders.  
Unbalanced  loading  and  system  asymmetry  are  observed  to  be  the 
important source of the elevated NEV.  The magnitude is shown to be a function 
of  the  earth  resistivity,  residual  return  current,  feeder  length  and  the  neutral 
conductor size. Additionally, the harmonic  injection from nonlinear  loads tends 
to deteriorate  the NEV  by  injecting  additive  triplen  harmonic  current  into  the 
return  path.    Three‐phasing  of  single‐phase  laterals,  a  common  distribution 
system upgrade method,  is  examined  for  its  effectiveness  to mitigate  elevated 
NEV when the system has harmonic  loads.   As expected,  it  is found that three‐
phasing is effective when the system has low distortion.  However, three‐phasing 
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utilities,  for  both  technical  and  legal  reasons  [1].  Considerable  controversy 
presently  exists  for  the definition  and usage of  the  term  “stray voltage” when 
approaching  the  problem  from  different  perspectives.  Another  related 
occurrence  in  power  system  is  the  ground  potential  rise  (GPR).  Hence,  the 
background  about  the  voltage potential  in  the  earth  accompanying  grounding 
current is discussed briefly in order to clarify the concepts in this dissertation. 
The nature of grounded power systems results in the fact that the neutral 
conductors  are  not  always  at  the  zero  potential  with  respect  to  the  earth 
underneath  them.  The  concepts  are  easier  to  explain  using  the  three–phase 
multigrounded power  system  in  Fig.  1. The  neutral  conductor  is  grounded  at 




per mile.  This  is  one  of  the  reasons why  it  is  called  a multigrounded  power 
system. 












A  goal  of power  system  designers  and  operators  is  to make  the  three–
phase power systems as nearly balanced as possible. But practical power systems, 
especially  distribution  systems,  are  never  perfectly  balanced  due  to  the 
unsymmetrical  system  configuration,  numerous  single‐phase  loads  and 
unsymmetrical faults in the systems. Let’s look at an example. Assume that only 
60 Hz currents are drawn by the loads. Thus when the load currents  aI ,  bI ,  cI  in 
3 
Fig.  1  are  not  balanced,  there will  be  a  residual  returnI  returning  to  the  source. 
Because  of  the  multiple  paths  tracing  back  to  the  source  neutral,  the  return 
current  returnI , which  equals  the negative  sum  of  the  three phase  currents, will 
return  through  the neutral conductor and  the earth, dividing according  to  their 





































For  simplicity,  the  earth  is  assumed  to  be  a  semi‐infinite  media  with 
uniform  resistivity.  When  the  ground  current  enters  the  earth  through  the 
ground  electrode,  voltage  potentials  are  generated  with  their  magnitude 
determined by the ground electrode geometry, earth resistivity and the distance 
from  the  measuring  point  to  the  ground  electrode.  The  exact  values  of  the 
voltage potentials can be very complicated to compute due to the complexity of 
the  ground  electrode  and  the  earth  electrical  characteristics  [3].  But  the  basic 
trend is that the voltage potential decreases when moving away from the ground 



























The  concept  is  best  visualized  using  the  earth  voltage  potential 
mechanism  as  shown  in Fig.  4. As mentioned  above,  the  two points, A  and B 
possess  different  voltage  potentials  because  of  their  different  distances  to  the 
ground electrode. When a person or an animal contacts  these  two points at  the 
7 
same time, the subjected voltage is the stray voltage. When the contact points are 
between  the  person’s  or  the  animal’s  feet with  a  separation  distance  of  3  feet 
(without any other contact to a grounded object),  it  is called “step voltage” [11] 
as  illustrated  in Fig. 4.   If  the contact points are  the hand on a grounded object 
and the feet on the surface (with a separation distance of roughly 3 feet (1 meter), 
it  is  called  “touch  voltage”  [11].    (Both  of  these  terms  are  normally  used  for 
situations involving fault currents.) 
The  neutral‐to‐earth  voltage  is  the  voltage  measured  from  the  neutral 
conductor  to  the  remote  earth.  Since  the  neutral  is  solidly  connected  to  the 
ground electrode,  the NEV  is equal  to  the voltage potential difference  from  the 




higher  stray  voltage  when  a  person  or  an  animal  approaching  the  ground 
electrode.  
Although  the NEV  is  not  the  stray  voltage,  the  knowledge  of NEV  is 
extremely  important  in  solving  stray voltage problems. By  analyzing  the NEV 
profile  of power  system under different  conditions,  it  is possible  to  locate  the 
source of stray voltage and develop means to mitigate the problems.  
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Another  phenomenon  in  the  power  system  related  to  the  earth  return 
current  is  the  ground  potential  rise.  The  GPR  usually  refers  to  the  voltage 
differential  measured  at  the  substations  between  the  neutral  to  remote  earth 
when  the ground  fault current returns  through  the earth, creating high voltage 
drop  on  the  substation’s  ground  grid  [12].  Thus GPR  is  a measure  of  neutral 
voltage only when the system is undergoing a ground fault, while the relatively 






voltage.  It  is  only  recommend  by U.S. Department  of Agriculture  in  [8]  that 
actions should be taken to reduce neutral to earth voltage when the NEV at the 
service entrance or between contact points is higher than the 2 to 4 volts range.  
The  stray  voltage  problem  concerns  dairy  farm  owners  because  that 
current will  flow  through  the cows’ body when  they are subject  to a portion of 
the NEV.  It  is widely accepted  to apply  the  recommendation  in  [8]  to simulate 






found with  currents  in  the  range of 0.3–0.6 mA at 60 Hz. Beside  the academic 
research  on  animals’  response,  authorities  also  provide  guidelines  for  stray 
voltage monitoring and  troubleshooting. For example,  the “level of concern”, a 













through  the  human  body  is  dependent  on  the  human  body’s  impedance. 
However,  the body  impedance varies widely at different conditions.   The body 
impedance  is especially affected by  the applied voltage. Under dry  conditions, 
the  resistance  of  the  human  body  can  be  as high  as  100,000 Ω .   High‐voltage 
electrical  energy  quickly  breaks down human  skin,  reducing  the human  body 
resistance  to  about  500 Ω .  The  definition  for  high  or  low  voltage  changes  in 






Beside  the  interference with  dairy  farm  animals,  the  unexpected  touch 
voltage  can  also  be  annoying  to  utility  customers.  The  varying NEV  in  some 
cases may affect the performance of sensitive electronic devices if they are using 
the  neutral  voltage  as  reference.  Buried  metallic  pipes  can  experience  extra 
11 
corrosion when  the  high NEV  is  present  in  the  proximity,  especially  if  it  has 
become rectified.  
Historically, the terms NEV and stray voltage are applied in the literatures 
interchangeably.  After  years  of  exploration,  engineers  and  researchers  have 














All  of  these  methods  are  aimed  at  either  reducing  the  unbalanced 




the  single–phase  nonlinear  load  on  commercial/residential  circuits,  has  raised 
new concerns for the amplified NEV level related to harmonic distortion [19]. 
In  Fig.  5,  the  neutral  voltage  with  respect  to  the  nearby  ground  is 











Among  the common means  for tackling stray voltage problems,  the  load 
balancing  method  attempts  to  take  advantage  of  the  equal  angle  separation 
among  the  three  balanced  phase  current.  But  the  input  current  of  the  single–
phase  power  electronic  load  is  rich  in  triplen  harmonics,  which  are  of  the 
additive zero  sequence. Hence  even  if  the  single–phase power  electronic  loads 




From  the discussion presented  in Chapter  I,  it  is  clear  that  conventional 
techniques and  tools need  to be  reevaluated  in  the presence of new  sources of 
NEV  elevation  and  stray voltage problems. As  the most  frequently performed 
analysis  on power  systems,  load  flow  is  the best  technique  for  computing  the 
system’s voltage profile in steady state. Direct results of the systems’ NEV using 
a  load  flow  technique  are  highly  desirable  in  predicting  and  developing 
mitigation methods for stray voltage problems.  
The  first  objective  of  this  research  project  is  to  develop  an  appropriate 
load  flow  algorithm  and  the  associated power  system modeling  technique  for 
NEV  profile  calculation  related  to  harmonic  distortion.  The  new  load  flow 
algorithm and modeling  technique are  then  tested on an  IEEE example system 
for  reliability  evaluation. Also  field measurements  on  real  power  systems  are 
compared with algorithm calculation to verify its accuracy.  
Based  on  the  test  results,  application  of  the  load  flow  algorithm  is 
discussed  for  predicting  and  troubleshooting NEV  elevation  due  to  harmonic
15 
distortion.  The  three–phasing  method  for  distribution  systems  upgrading  is 
evaluated for NEV alleviation with nonlinear devices connected in the system.  
This  dissertation  will  proceed  in  the  following  steps.  The  modern 
techniques  in  power  system  modeling,  load  flow  and  harmonic  analysis  are 
reviewed  in the next chapter. Then the transmission  line  is modeled  in Chapter 










neutral  conductor.  In  their  steady  state  models,  the  neutral  variables  are 
absorbed into the phase branch equations. The neutral grounding can be simply 
represented by a grounding  resistance  from  the neutral  to  earth,  if  the neutral 
point is provided in the actual device. Mature techniques are available for steady 
state simulation in various literatures [20]–[22]. One exception is the transmission 
line model due  to magnetic mutual  coupling  among phase, neutral  and  earth. 





transmission  line  modeling.  The  current  distribution  in  the  earth  has  been 
examined extensively in the literature. Three well‐known modeling methods, i.e., 
Carson’s  line,  complex  depth  method  and  finite  element  method,  are  briefly 
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discussed  below.  In  1926,  J.R.  Carson  (from  Bell  Laboratories)  published  a 
monumental  paper  [23]  describing  the  calculation  of  the  transmission  line 
impedance incorporating the earth return effect. However, Carson’s formulas do 
not  give  a  closed  form  solution.  Instead,  the  impedances  are  expressed  in 
improper  integrations  that  need  to  be  expanded  into  infinite  series.  Various 
approximation methods have been proposed based on series truncation [20]–[21] 




set  of  earth  return  conductors  located underneath  the  overhead  lines with  the 
depth  of  complex  value. By  assuming  the  complex depth  for  the  earth  return 
conductor,  the  problem  of  adding  terms  in  the  truncation  approximation  is 
eliminated when  calculating  high  frequency  impedance. The  error  of  complex 
depth  method  increases  with  the  ratio  of  the  horizontal  distances  between 
conductors to their heights. Fortunately, this ratio in most realistic systems is too 
small to cause any practical problems in the impedance calculation. 
In  both  Carson’s  line  and  the  complex  depth  methods,  the  earth  is 





This  powerful  method  may  not  be  preferable  due  to  its  high  cost  in 
implementation and long calculation time.  
All the methods above assume perfect ground connection from the neutral 
conductors  to  the  earth.  Consequently,  the  variables  related  to  neutral 





However,  the  current  and  voltage  relative  to  earth  of  the  neutral 
conductor  is  the goal of NEV analysis. The otherwise preferable elimination of 
neutral  conductor  equation  is not desirable  in NEV  analysis. Furthermore,  the 
non‐ideal  conductive  earth  presents  impedance  to  the  current  flowing  from 
neutral  conductors  to  the  earth.  Recent  works  [27]–[28]  have  shown  that 
improper application of these transmission line models can lead to serious error 
in transmission line impedance calculations. 
Based on  the above observations, a  transmission  line model needs  to be 
developed dedicated for NEV analysis. In the new transmission  line model, the 
19 
neutral  conductor  is  represented  explicitly  for  direct  determination  of  the 
neutral‐to‐earth  voltage.  Since  the  Carson’s  line  is  the  standard  method  for 
transmission  line modeling  among  power  engineers,  it will  be  applied  as  the 
foundation for the new model derivation. 
II. Multiphase Load Flow 
Load  flow  is  the  technique  used  in  planning  the  future  expansion  of 
power systems as well as in determining the best operation of existing systems in 
steady  state. The principle  information obtained  from a  load  flow  study  is  the 
magnitude and phase angle of the voltage at each bus and the real and reactive 
power  flowing  in  each  line  [22].  The  first  practical  method  for  load  flow 
calculation was  formulated by Ward and Hale  [29]  in 1956. Since  then  the  load 
flow  techniques  have  been  studied  and  documented  extensively.  For  well‐
behaved systems like large scale transmission systems, the Newton‐Raphson and 
fast decoupled  load  flow and  their derivatives have been proven over years of 
successful application to be the most efficient solution techniques. 
However  these  load  flow  methods  fail  when  they  are  applied  to  ill‐
conditioned power systems. The distribution networks fall in the category of ill‐









Special  solution  techniques dedicated  for distribution  systems  load  flow 








primarily  a  summation  of  currents  or  power  tapped  along  the  distribution 
feeders. The forward update is primarily a voltage drop calculation accompanied 
by the nodal voltage update. 
In  1967,  Berg  et  al.  [30]  presented  a  ladder  theory  based  load  flow 





Among  the  variants  developed  over  the  years,  the  algorithm  by 
Shirmohammadi et al. [33] is more intuitive to understand and implement. This 
method  was  initially  proposed  for  single–phase  load  flow  based  on  current 
calculation and expanded  to power  calculation  [34] and  three–phase  load  flow 
[35]  later.  The method  starts with  a  flat  voltage  profile.  Then  the  currents  or 




flow  [36]–[37].  These  methods  use  the  sparse  factorized  busY  and  equivalent 
current injections to perform the load flow calculations. The  busZ  method is based 
on the principle of superposition applied to the system bus voltages: the voltage 
of each bus  is considered  to arise  from  two contributions,  the slack bus voltage 





• Optimally order and factorize  busY  
• Compute equivalent current injections 





The  load  flow  techniques  in  both  categories  are  tailored  specifically  for 
radial or weakly meshed systems. The experience of applying these techniques in 
distribution  networks  has  shown  different  performance  in  different  networks 
[38]. However,  the neutral variables and  earth  return  current are not available 
directly  in both methods. A  load  flow algorithm dedicated  for NEV analysis  is 
required  to  analyze  the  neutral  and  grounding  circuit. The  backward/forward 
sweep  method  is  applied  as  the  basis  for  the  new  algorithm  for  its  ease  on 
implementation and efficiency in data storage. 
III. Harmonic Analysis 




the  power  system  response  to  harmonic  distortion, which  can  be  classified  in 
three types. 
The  first  step  in harmonic analysis  is  to model  the nonlinear devices by 
computing their harmonic current spectrum as a function of the terminal voltage 
and  the nonlinear  characteristics. Mature  techniques  are  available  to  represent 
the nonlinear devices for different requirement of details [39].  
The simplest and most commonly used harmonic analysis technique is the 
frequency  scan  [40].  It  calculates  the  system  response  at  a  particular  bus  by 
injecting harmonic current into the system at this bus and computing the voltage 
response.  Usually  it  is  repeated  within  a  range  of  frequencies.  The  voltage 
responses  are  plotted  vs.  the  corresponding  frequencies  to  detect  the  possible 
harmonic  resonance  at  the  buses  of  interest.  It  has  been widely  used  in  filter 
design. 
The  second  type  harmonic  analysis  is  the  harmonic  penetration  study 
which assume no harmonic  interaction between  the network and  the nonlinear 
devices [41]. The fundamental frequency load flow is performed by representing 
the  nonlinear devices  as  constant power  loads. The  fundamental  bus  voltages 
obtained are used  to determine harmonic  currents  from  the nonlinear devices. 
Finally,  the  harmonic  bus  voltages  are  calculated  by  injecting  the  harmonic 
currents into the system. 
24 
Iterative  harmonic  load  flow  is  the  most  comprehensive  and  accurate 
harmonic analysis  technique. The harmonic  interaction  is  included  in nonlinear 
device  models  by  expressing  the  harmonic  current  as  a  function  of  terminal 
voltage  at  all  harmonic  frequency  of  interest.  The  load  flow  calculations  at 
harmonic frequencies are carried out similar to the fundamental frequency load 
flow. Convergence is then checked for all frequencies. 
The  conventional Newton‐like  load  flow  techniques  [42]  [43] have  been 
developed  to  solve  the  harmonic–distorted  system  by  expanding  the 
fundamental frequency load flow calculation to harmonic frequencies. The same 
problems mentioned in last section will occur when these methods are applied to 
the  ill‐conditioned  distribution  systems.  Instead  of  changing  the Newton  load 
flow  techniques  to  suit  the  radial  structure,  a  harmonic multiphase  load  flow 
algorithm  is  developed  to  expand  the  backward/forward  sweep  to  harmonic 
frequencies.  
IV. Summary 
Various  techniques have been developed  for steady state modeling,  load 
flow calculation and harmonic analysis. But NEV  in an unbalanced distribution 
system with nonlinear devices is not directly available using the present analysis 
methods. Thus a multiphase harmonic  load flow algorithm  is developed  in this 
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The self loop impedance ( aaZ  and  nnZ ) in (1) is defined as the ratio of the 
voltage  drop  along  the  loop  (as  indicated  in  Fig.  6)  to  the  current  flowing 
through  the  conductor  and  returning via  the  earth.  Similarly,  the mutual  loop 





For  the  general  geometrical  configuration  of multiple  aerial  conductors 
shown  in Fig. 7, Carson developed  formulas  to determine  the  self and mutual 























The  self  and mutual  impedances  for  conductor a  are  given  below.  The 
corresponding impedances for conductor b  can be obtained similarly.  
( )∫∞ ′−− −++⎟⎟⎠⎞⎜⎜⎝⎛+= 0 22  4ln2 µµµωω µdejrSjzZ ahaaagaa     cmabohms /   (2) 





ωω jrLjr +=+ , conductor internal impedance in  cmabohms /  
r   conductor intrinsic resistance in  cmabohms /  





h′   αx , dimensionless  
x′   αh , dimensionless  
α   πσωωµσ 4=  in  2−cm  for  cmabhenriesmH / 4/ 104 7 ππµ =×= −   
(µ  in this case represents the earth permeability) 
σ   earth conductivity in  cmabmho /   
µ   integration variable  
In  both  the  self  and mutual  impedance  formulas  (2)  and  (3),  the  terms 
before the improper integrals represent the corresponding impedances when the 
earth  is  a  perfect  conductor.  The  integrals  account  for  the  effect  of  non–ideal 
earth conductivity on the self and mutual impedances, respectively.  
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−= err aa     cm   (5)  
The  relation  in  (5)  is  actually  the  definition  of Geometric Mean Radius 
(GMR)  of  solid  cylinder  conductors.  The  values  for  r  and  'ar  can  be  found  in 
manufacturers’ datasheets for standard conductors.  
Next  Carson  solved  the  improper  integrals  in  terms  of  infinite  power 
series. Because of the similarity between the two integrals in the self and mutual 
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 0θ   )(radians   (7) 
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The improper integrals can be evaluated as follows: 
( ) ( )jQPdej ah +=−+∫∞ ′−  4      4 0 22 ωµµµω µ     cmabohms /   (8) 
where  




































kk θθθ     cmabhenries /   (10) 
Note  that µ  in  (8)  is an  integration variable, not  the permeability. Since 
Carson  solved  the electromagnetic equations  in  terms of  summation of  infinite 
power  series,  truncation  is  required  for  engineering applications. Additionally, 
the  unit  system  is  cumbersome  for  power  engineers,  although  it  may  be 
convenient  in  physics  research  area.  Clarke  [20]  presented  a  very  good 
approximation  to  the  original  solution  including  units  transform  for  power 
systems analysis. The geometric parameters for conductors’ spacing and size are 




The  change  on  geometric  specification  (i.e.,  c.g.s.  units  to  conventional 
units) will not affect the terms before the improper integrals in (2) and (3), which 






impedances. If the earth conductivity σ  is replaced by  ρ/10 11−  with  ρ  equal the 








10713.1 3 ××= −  
where 
( ) ( ) 48.30    ×= feetSscentimeterS aaaa  
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The  k  in mutual impedance can be evaluated similarly by changing  aaS  to 
abS . Since  micmabohms / 106093.1/ 1
4 Ω×≅ − ,  the self and mutual  impedance can 

















aa  4 4ln 2 ωωω ++⎟⎟⎠
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⎛+=  4ln2 4 ωωω     mi/Ω  (12) 
Note  that  names  for  P  and Q  are  exactly  the  same  for  self  and mutual 
impedance,  but  their  values  are  different  since  they  are  calculated  separately 
using corresponding  k  and θ parameters according to (6) and (7). The letter g in 
the subscripts will be dropped in the following derivation for simplicity.  
Clarke pointed out  in  [20]  that  the power series  for    P  and Q  evaluation 
converge  rapidly at  the  fundamental  frequency and  the order of  four  in  series 








For  the  self  impedance  aaZ ,  the  first  two  terms  represent  the  line 
impedance if the earth is a perfect conductor, while the last term results from the 
non‐zero  earth  resistivity. As mentioned  at  the  beginning  of  this  section,  the 
Carson’s  line  model  assumes  that  all  the  aerial  conductors  are  perfectly 
connected to earth. Consequently these terms can be added together because the 




effect of neutral current can be  ignored without  losing generality. However,  in 
distribution systems,  the  load currents can be quite unbalanced. Also  the  finite 
earth conductivity introduces grounding resistance to the portion of the current 








is  mostly  resistive.  After  entering  the  earth,  the  current  distributes  over  the 
extensive  field  and  the  magnetic  effect  is  the  major  factor  determining  the 
impedance along the path, which is described by the Carson’s model.  
In Fig. 8, the ground electrodes are represented by the lumped resistance 
gR  at  the  ends  of  the  transmission  line. The  value  of  gR  is determined  by  the 
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the  loop equations  into branch  equations  in order  to add  the  shunt grounding 
branches  into  the model. However  there  are  various ways  to  disassemble  the 
loop impedances depending on the type of analysis. To avoid this uncertainty, an 
































































































































the  branch  currents have  to  satisfy  the KCL,  i.e.  0=++ gna III . Also  the  loop 
voltage drops can be rearranged as below 
( ) '''''''' gaaggagaggaaggaa VVVVVVVVVVVV −=−−−=−+−=+   (13) 









Thus  for  the  feeder  shown  in  Fig.  8,  all  the  basic  constraints  in  the 
Carson’s  line  model  are  satisfied  for  the  circuit  inside  of  dashed  rectangle 













R -1 R -1
 
Fig. 9. Equivalent model for a multigrounded feeder. 
The  complete model of  the  feeder  including  the grounding  resistance  is 
shown  in  Fig.  9.  The  series  impedance  [ ]seZ  calculated  from  the Carson’s  line 
model can be directly applied in the new model.  
It  is  required  by National  Electrical  Safety Code  (NESC)  that  overhead 
lines must be grounded at least four times per mile to be qualified as effectively 
grounded  [2].  The  grounding  resistance  is  not  specified  in  NESC  for 
multigrounded systems.  A standard ground rod is 10 feet long with diameter of 
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5/8  inches.    For  a  single  ground  rod  driven  vertically  into  the  earth,  the 
grounding resistance according to Table 2 is about 25 Ω  with earth resistivity of 
100  m⋅Ω .  This  resistance  value  will  be  applied  in  this  dissertation  unless 
otherwise specified.  



































series  admittance  matrix  [ ]iY  is  calculated  as  the  inverse  the  [ ]iseZ ,  for  that 




The  Kron  reduction  method  can  be  applied  to  simplify  the  above 
equivalent circuit with multiple Π segments. The procedure is illustrated for the 
feeder  in Fig. 10. The admittance matrix  [ ]busY  ,  including  the middle node 2,  is 




[ ] [ ] [ ]
[ ] [ ] [ ] [ ] [ ]





























































































V     node voltages referred to local earth 
As  the  loads are aggregated at  the  feeder  terminals,  the external current 
injections  at  the middle  node  are  zero.  Kron  reduction  is  applied  to  [ ]busY  by 
solving  the second equation  in  (17)  for  [ ]2V  and substitution  in  the  first and  the 
third equations. The new admittance matrix takes form of 




Y newbus   (18) 





[ ] 1−−= BseZ
[ ]BAshY += [ ]BAshY +=
 
Fig. 11. The Π  equivalent circuit of a multigrounded feeder. 
The derivation  for single phase  feeder can be easily expanded  to a  three 
phase  feeder  by  adapting  the  corresponding  submatrixes  to  appropriate 
dimensions using the Carson’s line formulas. Hence, the model for transmission 
lines with multiple‐grounds has been developed. The model in Fig. 11 is similar 
to  the  regular Π  equivalent  circuit, which makes  it  possible  to  be  applied  in 
various load flow algorithms. The current flowing in the neutral conductors and 




The  three  phase  load  flow  algorithm  for  distribution  systems  [35]  is 
revised  in  this dissertation  to analyze  the NEV  in an unbalanced network with 
various  phasing  configurations.  Since  the  objective  of  this  document  is  to 
determine the neutral to earth voltage, some adjustments are required during the 
application of the three phase load flow algorithm. The neutral conductor needs 
to  be  included  in  the  load  flow  formulation  in  order  to  directly  obtain 
information related to the network neutral conductors and the currents through 
earth. Also,  the  current  division  between  the  neutral  conductor  and  the  earth 
needs to be addressed for the stability of the load flow calculation. For simplicity, 
only  the  radial  distribution  network  is  discussed  in  this  dissertation.  The 
algorithm can be easily extended to a radial network with a few loops using the 
compensation theory in [34].  
Since  the  load  flow  method  is  branch  oriented,  there  is  no  need  to 
construct either the nodal admittance matrix  busY  or the nodal impedance matrix 
busZ . Using  the models developed  in  the previous  chapter,  the parameters  for 
45 
each  branch,  including  the  transformers,  in  a  given  distribution  system  are 
calculated. The series primitive impedance matrixes are stored corresponding to 






node,  or  node  0.  The  two  nodes  of  each  branch  are  labeled  as  1L  and  2L , 
respectively, where  the node closer  to  the root node  is  1L  and  the other node  is 
2L . The labeling procedure is shown in Fig. 12 for the several branches.  
All of  the branches within  the network will be numbered  in  layers. The 
first  layer  consists  of  the  branches directly  connected with  the  root  node. The 
branches in the first layer are numbered one by one. (Note  1L and   2L  denote the 
node  names  and  should  not  be  confused  with  the  layer  number.)  In  the 
meantime,  the  2L  node  of  the  corresponding  branch  is  assigned with  a  node 
number same as the branch number. Similarly, the next layer is composed of the 

















Layer 11 2 3 4 5
6 7 8 9 10 11
12 13 14 15 16 17 18 19
20 21 22 23 24 25 26
27 28









The  root  node  is  chosen  as  the  slack  bus.  If  it  happens  to  be  the  secondary 





Note  that  the dimension of voltage vector  for each node  is  four by one, 
even when none of the branches connected to the node is three‐phase, four‐wire. 
In the practical programming, a voltage vector with uniform dimension is easier 







The node  current  injections  are  calculated  as  function  of node  voltages. 
The  loads at node  i can be represented as constant power, constant current and 
constant impedance. At node  i , 
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( ) ( )( )
( ) ( )( )
( ) ( )( )
( ) ( )
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aiI , , biI , , ciI ,   are the total phase current  injections using the 
generator convention, 
aiS , , biS , , ciS ,   are  the  scheduled  complex  power  injection 
including  the  load  demand  and  the  power 
delivery from the distributed generators, 
aiV , , biV , , ciV , , niV ,   are the phase and/or neutral voltages referring 
to the local earth, 
aiY , , biY , , ciY ,   are  the  admittances  of  all  shunt  elements 
including  the  shunt  capacitor,  constant  load 
impedance and any shunt branch in the branch 
equivalent circuit, 
loadaiI _, , loadbiI _, , loadciI _,   are the scheduled constant current loads. 
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2. Backward collection to obtain the branch current. 
Starting  from  the  outmost  branch,  calculate  the  branch  current  by 
summing  the branch  currents  from  lower  layers  if exist, plus  the node  current 




























































X    the set of branches whose  1L  nodes are directly connected to the  2L  
of branch  L .  
The  first  term  in  (20)  is  the  local  injections  determined  by  (19).  The 
negative  sign  results  from  the  branch  current  reference  directions  where  a 
current flowing from source to load is assumed positive. 
Due  to  the  shunt  grounding  branch,  a  portion  of  the  return  injection 































































































































After  the  voltages  are  updated  at  all  nodes,  a  convergence  check  is 
performed. Since constant power  is not the only type of  load  in the system, the 
voltage error  in  (22)  is  checked  instead of  the usual power mismatch  criterion. 










































































































As  mentioned  in  step  2,  the  current  division  between  the  neutral 
conductor  and  the  earth  needs  to  be  determined  for  correct  neutral  branch 
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current  LnI . A residual current  residualI  is defined for each branch, which is sum of 
the  neutral  injection  at  node  2L of  this  branch  and  the  sum  of  all  the  neutral 
branch  currents  from  lower  layers.  The  value  of  residualI  can  be  determined  by 
applying  (20)  to  the neutral conductors. The  residual current will  return  to  the 
source via the neutral conductor and the earth path. The concept is illustrated for 






An  intuitive  method  to  determine  the  neutral  branch  current  nI  is  to 
exploit  the constraint  that  the voltage drop of  the shunt grounding branch  ''gnV  





VI '=   (23) 
gresidualn III +=   (24) 
The current  gI in each shunt branch  is  first calculated using  (23) and  the 
neutral current  nI  is obtained by  (24). This neutral current  is  then  inserted  into 
step two of the iteration as a part of the results of the backward branch currents 







nnnaannnnn IZIZVVV +=−= ''   (25) 
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In  the  actual  load  flow  calculation,  nV  is  the  source‐end  neutral  voltage 
from the previous iteration,  aI  is the calculated phase current, and  gR  is replaced 
by the shunt admittance from the transmission line model. The residual current 
is  forced  to  divide  between  neutral  and  earth  according  to  the  circuit 
configuration using the assumed node voltage, thus expediting the convergence. 
The effectiveness of  these  two current division methods  is demonstrated 
in the following simple example. In Fig. 15, a constant current load is fed by the 
substation  through  a  single  phase  feeder.  The  substation  is  represented  as  an 
ideal  voltage  source.    The  feeder  mutual  impedance  between  the  phase  and 























Case 1:  .. 5.0Zn upj=    .. 5.0 upZg =  
Case 2:  .. 48.0Zn upj=   .. 52.0 upZg =  
Case 3:  .. 45.0Zn upj=   .. 55.0 upZg =  
Since  the system  is very simple,  it can be manually solved  for  the actual 
neutral  current. For a  constant  load  current,  the voltage drop across  the phase 
feeder  and  consequently  the  load  phase  voltage  is  fixed.  The  substation  is 
assumed  to  be  perfectly  grounded,  thus  the  left  shunt  grounding  branch  is 
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shorted and  nV  is zero. Since there is only one load, the residual current  residualI  is 
equal  to  the  load current  aI . The system can be solved after current division of 
residualI  is determined between  nZ  and shunt grounding branch  gR on the right.  
From  the  above  analysis  it  is  clear  that  nZ  and  gR on  the  right  are  in 
parallel because of  the shorted grounding branch on  the  left.  residualI  will simply 













I +=+=   (27) 
The obtained neutral currents  in  three  test  cases are applied  to compare 
the performance of the two current division methods. Next, the system is solved 
by the load flow algorithm with different current division methods. The neutral 
voltage  'nV  is  initially  assumed  to  be  zero. The  results using  the  two methods 
above are compared with the actual values in Table 3. It is obvious from Table 3 
that  the  second method utilizing  forced  current division  is more  accurate  and 
















1  °−∠ 45071.0 diverge  °−∠ 45071.0   1 
2  °−∠ 43074.0 °−∠ 43075.0 50  °−∠ 43074.0   2 




conductor  impedance  is much  lower  than  that of  the  shunt grounding branch. 
The large difference in impedance magnitude helps the program converge to the 
correct neutral‐to‐earth voltage even  if  the  initial value  is  just a  random guess. 
However  the  neutral  conductor  impedance  increases  when  the  load  current 
contains  high  frequency  harmonics  or  the  feeder  is  long.  The  grounding 
impedance  on  the  other  hand  is  almost  unaffected  because  the  resistance  is 




The second method  improves  the convergence by calculating  the correct 
current  division  between  neutral  and  earth  every  time  the  neutral‐to‐earth 
voltage  is available. Thus the answer will get closer to the correct value  in each 
iteration.  
In  the  next  chapter,  this  multiphase  load  flow  algorithm  is  further 
extended to include harmonic analysis.  The effect of nonlinear loads upon NEV 








known  for  their  triplen‐rich  load currents. A  typical diode bridge rectifier with 
capacitive  load  filtering  is  shown  in  Fig.  16.  Most  of  the  nonlinear  loads  in 




















hhth hVV φθcos2   (28) 
The terminal voltage  thV  provided to the model is obtained either from the 
initial  guess  or  the  intermediate  result  of  the  load  flow  calculation. A  typical 
waveform for rectifier operation is shown in Fig. 17. 
The  angles  1θ  and  2θ  are  the  conduction  and  extinction  angles, 
respectively. The detailed circuit analysis of the single phase rectifier is presented 
in  the appendix.  If  the angles  1θ  and  2θ  are known,  the closed  form solution of 















For any values of  1θ  and  2θ , the following conditions are always true for 
the circuit in Fig. 17. First, the input current becomes zero at the extinction angle 
2θ . Second, the input voltage  thV  equals the output voltage  oV  at the conduction 
angle  1θ ,  because  of  the  zero  initial  input  current  and  consequently  the  zero 
voltage  drop  across  the  input  impedance.  The  forward  voltage  drops  of  the 
diodes  are  ignored  for  simplicity,  but  can  be  easily  included  in  the modeling 
process. 
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The  input  current  conduction  angle  1θ  and  extinction  angle  2θ  can  be 
calculated iteratively by applying the above boundary conditions 
( )  02 =θsi   (30) 
( ) ( )11 θθ tho VV =   (31) 
First,  an  initial  guess  of  1θ  is  assumed  for  the  conduction  angle.  The 
resulting  input current and output voltage waveforms are calculated. Then  the 
extinction angle  2θ  is determined for the calculated input current waveform. The 
output  voltage  value  ( )2θoV  is  evaluated  and  stored  at  this  point  using  the 
calculated waveform. After  2θ , the input current stops flowing and the capacitor 
starts discharging  through  the  load  resistor. The next  conduction period  starts 
when the instantaneous value of the input voltage increases to the output voltage 
( ) ( ) ( )12 124 θθ πθθα tho VeV =−−   (32) 
where  4α  is  defined  in  the  appendix.  ( 4α  is  the  reciprocal  of  the  circuit  time 
constant when the diodes stop conducting.)  
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The  new  value  of  1θ  is  updated  by  solving  (32)  for  1θ .  A  convergence 
check is performed at this point to determine if the process should be continued. 
After the values of  1θ  and  2θ  settle down and converge, the Fourier series of the 
input  current  is  calculated  and  fed  back  to  the  load  flow  algorithm.  The 
procedure is illustrated by the flow chart in Fig. 18. 
The single phase rectifier model is tested using a distorted input voltage. 
Let  Ω= 0085.0tR ,  mHLt 0513.0= ,  FC µ4200 = ,  Ω= 71.3eqR .  The  input  voltage 
harmonic  content  in RMS values  are given  as  V 1002401 °∠=V ,  V 250153 °∠=V , 
V 10105 °∠=V ,  V 30107 °∠=V .  The  even  harmonics  are  negligible,  and  they 




injection  can be determined  every  time  the nodal voltages  are updated. Other 



















The nonlinear  load models  can be  included  in Step  1 of  the multiphase 
load  flow  described  in  Chapter  V  as  part  of  the  nodal  current  injection 
calculation. After both  linear and nonlinear  load  injections are  calculated,  they 
are  summed  together  according  to  the  frequency.  The  same  current  division 







The  input  current  is  injected  into  the  network  to  calculate  the  branch 
harmonic  currents  and  then  the  branch  voltage  drops.  Following  procedures 
similar  to  those outlined above,  the new distorted bus voltages are  found and 












load  flow  algorithms  dedicated  to  unbalanced  distribution  systems.  The 
distribution  feeder  in  this  test  system  is  highly  loaded  for  its  relatively  short 
length.  It  features  various unbalanced  line  configurations, wye  and delta  load 
connections,  and  voltage  conditioning  devices.  This  system  is  utilized  in  this 
dissertation  to  examine  the  reliability  of  the  multiphase  harmonic  load  flow 
algorithm developed in the previous chapters. Since this dissertation focuses on 
NEV analysis,  certain  simplifications are assumed  for  the  system modeling  for 
the scope of this dissertation: 
1. All  the  underground  cables  are  omitted  since  the  emphasis  for  this 
research is on overhead (aerial) lines. 
2. Line  charging  currents  are  negligible  (all  lines  are  short).
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No.  kW kvar kW kvar kW  kvar
Y  8  160 110 120 90 120  90
Y  2  0 0 170 125 0  0
Delta  5  0 0 230 132 0  0
Delta  3  385 220 385 220 385  220
Delta  3  0 0 0 0 170  151
Y  9  0 0 0 0 170  80
 
2. Earth Resistivity Effect  
The effect of earth conductivity on  the NEV  is  first examined using  load 
flows of the feeder with just linear loads and three earth possible resistivities: 10, 
100  and  1000  m⋅Ω .  These  represent  the  typical  high,  mean  and  low  earth 
conductivities that might be found in the field. (100  m⋅Ω with a standard 10 foot 
ground rod yields approximately 25 ohms of grounding resistance.)  Figs. 22–25 
show  the phase‐to‐neutral voltages  in per unit  (p.u.) and  the NEV  in volts  that 







































































































From  the plots  in Fig. 22–24,  it  can be  seen  that  the  change  in  the earth 
conductivities  has  almost  no  effect  on  the  phase  voltages.  The  feeder’s  series 
impedance  is  not  high  enough  to make  any difference  in phase  voltage drop. 
This  result  is  reasonable  considering  the  short  length  of  the  feeder. However, 
NEV  is much more sensitive to the change  in earth resistivity. The higher earth 
resistivity causes higher NEV, as is expected. It is shown Fig. 25 that NEV level is 
doubled when  the  earth  resistivity  increases  from  10  m⋅Ω  to  100  m⋅Ω .  It  is 
interesting to note that there is a significant difference between 10  m⋅Ω  and 100 
m⋅Ω , but above 100  m⋅Ω  changes  in  the ground  resistivity has  little effect on 
the NEV.  
In these linear loads tests, the higher NEV is incidental to unbalanced bus 
loads  or  single/two  phase  branches. Also  the  higher NEV  on  these  buses  can 
affect other buses if the affected buses are on the backward trace of the buses that 
cause NEV  elevation, or  they are at downstream of a bus with high NEV. For 
example,  the  trace of bus 7 back  to  the source consists of  three phase branches. 
But unbalanced loads are connected at bus 3 upstream, and cause high NEV. So 
even no  load current  is drawn at bus 7,  its NEV  is still higher  than  the NEV at 






phase  rectifier with  a  4200μF  smoothing  capacitor  is  applied  to  simulate  the 
lumped  nonlinear  loads  connected  on  the  feeder  from  phase–to‐neutral.  The 
original  linear  loads on  the  feeder are kept unchanged. The  earth  resistivity  is 






Since  the  nonlinear  loads  are  small  compared with  the  linear  loads  in 





























The  phase  voltage  distortion  THDV  in  all  cases  is  less  than  2%, which 
should  be  quite  acceptable.  It  is  shown  in  Fig.  27  that  the  rectifier’s  terminal 
voltage  is almost  sinusoidal  for Case  (i)  conditions. An analysis of  the voltage 
distortion alone might lead one to believe the harmonic NEV components would 
be small. The current injections and the THDI at the bus containing rectifier loads 
are  listed  in  Table  5.  It  is  obvious  that  the  single‐phase  rectifier  loads  cause 











RMS (A)  THD (%) RMS (A) THD (%) RMS (A)  THD (%)
(i)  86.7  16.7         
(ii)  86.3  16.2  72.5  19.1  90.7  15.3 
























As  one would  expect,  the NEVs  are  elevated  as  the  harmonic  current 
returns  through  the  neutral  conductor.  Triplen  harmonics  are  additive  in  the 
neutral, and the other odd harmonic components are present in the neutral due 









































the  source. And all  load  currents  in  the network  flow  through  this bus, which 
helps balance  the phase  currents. Consequently,  the NEV at  this bus  is  lowest 
among all the nodes on the feeder.  
II. Comparison With Field Measurements  
The  test  on  the  IEEE  example  system  shows  that  the  developed 
multiphase harmonic load flow algorithm developed in this dissertation is quite 
reliable  on  handling  various  unbalanced  system  configuration.  The  nonlinear 
model also works well  for analyzing  the effect of harmonic distortion on NEV 
elevation.  In  this section,  the algorithm’s accuracy  is verified by comparing  the 
load flow calculations with field measurement.  
A  typical multigrounded  three phase  feeder with  single phase  lateral  is 
chosen and the  line configuration  is shown  in Fig. 30. The three phase feeder  is 
fed through a 44/12.47 kV delta–wye grounded substation transformer. A typical 















Since  the NEV  value  is  the  voltage  from  the  ground  conductor  to  the 
remote earth, it is hard to measure the total difference in voltage potentials using 
wires of finite length. The problems related to Electromagnetic Interference (EMI) 




the  field  test  and  the  two  currents  have  to  be  measured  individually.  To 
synchronize the two current waveforms, the phase voltage is taken as reference 
and measured with the current at the same time. It is assumed that the variation 
is voltage waveform  is negligible during  the  field  test, which  is acceptable  in a 
well‐designed power system operating  in steady state. After the waveforms are 
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taken,  the  two  currents  are  synchronized  to  the  same  time  frame  and  their 
harmonic  components  are  computed.  Then  the  phase  current,  including  its 
harmonic  components,  is  injected  into  the  feeder  and  the  neutral  current  is 
calculated using  the developed multiphase harmonic  load  flow algorithm. The 













and  scales  are  5000 V/div  and  10 A/div  for  voltage  and  current,  respectively. 



















































The  feeder  is  assumed  to be grounded  four  times per mile using  single 
ground rod of 10 foot length with a diameter of 5/8 inches. The earth resistivity of 









data  and  load  information  are  available  to  accurately  model  the  distribution 
feeders.  The NEV  profiles  can  be  computed  for  various  operation  conditions. 
After the power engineers take the field measurement, the discrepancy from the 





The  three‐phasing  method  is  commonly  applied  by  electric  utilities  to 
upgrade  their  distribution  feeders  to  meet  the  demand  growth.  The  original 
single  phase  lateral  is  complemented  by  two  other  phase  conductors  running 
parallel with  it.  Ideally,  the  loads  are  distributed  among  the  three  phases  as 
balanced as possible. The benefits of three‐phasing a single phase lateral include 




close  to balanced. Consequently,  almost no  current needs  to  return  the  source 
and the associated NEV is largely reduced.  
However,  the  situation  is  different  if  nonlinear  loads,  especially  single 
phase electronic devices, are connected on the feeder. Most of these devices use 
uncontrolled capacitor filtering rectifiers as their front‐end circuit. It is shown in 
previous  analysis  that  single phase  rectifiers  input  currents  are  rich  in  triplen 
harmonics  and  these  triplen  harmonic  components  are  additive  in  neutral 
conductors.  Thus  the  three‐phasing method  as  an  option  for NEV  alleviation 
needs to evaluated in the present of harmonic distortion.  
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The single phase  lateral  introduced  in the  last section  is used to examine 
the  effect  of  the  three‐phasing method  on NEV. Assume  the measured  phase 
current on the single phase lateral is the original load that need to three‐phased. 
The NEV profile along the feeder has been solved in the studies of the last section, 
and  the harmonic component of  the calculated currents and NEV are shown  in 
Fig. 37–38.  It  can be  seen  that  the original  load  contains only  small amount of 
harmonic content. The resulting NEV is predominantly fundamental.  
 













































The  single  phase  lateral  is  three‐phased  by  adding  two  identical  phase 
conductors.  The  spacing  configuration  is  assumed  to  follow  that  of  the  three 
phase primary on the same feeder. (See Fig. 39) Then the measured single phase 
current  is  distributed  among  the  three  phases  symmetrically.  For  the  reasons 






















this  satisfactory  result  can  be  found  by  examining  the  current  spectrum  after 
three phasing, depicted in Fig. 41.  
 





















At  the  fundamental  frequency,  the  phase  current  cancellation  produces 
almost zero  return current  in either neutral conductor or  the earth. The  triplen 
harmonic  components  still  exist  in  the  neutral  and  the  earth,  but  their 
































(V)  Iph  In  Ie 
NEV 
(V)  Iph  In  Ie 
1  12.74  9.15 6.66 2.70 0.18 3.05  0.04  0.04
3  0.93  0.42 0.25 0.18 0.93 0.14  0.25  0.18
5  0.07  0.03 0.01 0.01 0.00 0.01  0.00  0.00
7  0.46  0.14 0.07 0.07 0.01 0.05  0.00  0.00
9  0.28  0.08 0.03 0.04 0.28 0.03  0.03  0.04
11  0.14  0.03 0.02 0.02 0.00 0.01  0.00  0.00
13  0.19  0.04 0.02 0.02 0.00 0.01  0.00  0.00
15  0.17  0.04 0.02 0.02 0.17 0.01  0.02  0.02
RMSTOT  12.8        1.05        
 
It  is  shown  in  Table  6  that  after  three  phasing,  the  neutral  and  earth 
currents diminished  at  all  frequencies  except  for  triplen harmonic  frequencies. 
The  triplen  harmonics  do  not  change  after  three  phasing  although  their 
magnitudes  are  small.  As  mentioned  at  the  beginning  of  this  section,  three 
phasing  is  usually  implemented  due  to  the  demand  growth.  It  would  be 
interesting  to  examine  the  three  phasing method with  increased  load  current, 
especially harmonic load current, on its effectiveness for NEV mitigation.  
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Since  the  three  rectifiers  are  identical  and  connected  to  the  same  phase, 


















































value.  Next  the  single  phase  lateral  is  three‐phased  and  the  projected  load 



























































48.  It  is  obvious  from  Fig.  48  that  the  triplen  harmonics  are  the  dominant 
components left after three phasing. Although the fundamental return current is 
diminished, as shown in Fig. 47, the triplen harmonics are still high in the neutral 
and  earth. Actually,  3rd  and  9th harmonic  currents  in  the neutral  and  earth  are 




This section has demonstrated  that  three‐phasing a  feeder works well  to 
mitigate NEV in systems only containing mostly linear loads. Its effectiveness is 
degraded  in  the  presence  of  significant  concentration  of  nonlinear  loads  in 
distribution  systems. As  shown  in  test  results,  the voltage harmonic distortion 
itself  shows  that harmonic  suppression would be desirable. However,  it  is not 
clear  how  filtering  for  triplen  harmonics  might  impact  the  NEV.  From  the 
perspective  of  NEV  alleviation,  diverting  the  phase  harmonics  into  neutral 
conductor is clearly not the correct means of filtering.  
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(V)  Iph  In  Ie 
NEV 
(V)  Iph  In  Ie 
1  38.21  27.44 20.00 8.09 0.55 9.69  0.12  0.12
3  32.56  14.54 8.86 6.44 36.34 5.42  9.86  7.19
5  16.68  5.84 3.07 3.00 0.25 2.40  0.06  0.04
7  5.58  1.67 0.80 0.91 0.13 0.62  0.03  0.02
9  5.94  1.58 0.72 0.87 6.35 0.56  0.78  0.93
11  2.93  0.71 0.32 0.39 0.05 0.31  0.01  0.01
13  3.18  0.72 0.32 0.40 0.07 0.25  0.01  0.01
15  1.83  0.39 0.18 0.21 2.24 0.16  0.22  0.26





Neutral‐to‐earth  voltage  is  caused,  in  part,  because  of  the  practice  of 
grounding  the neutral of power  system distribution  feeders  at multiple points 
along  their  length  for  safety,  fault clearing, and compliance with  the codes. To 








components  can be  included by  adjusting  the model’s voltage  to  the potential 
from phase‐to‐local  earth. The NEV profile  throughout  the  system  is  available 
directly from the solution. Harmonic interaction between nonlinear devices and 
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distribution  systems  parameters  is  included  by  incorporating  the  nonlinear 
modeling  into  the multiphase  load  flow. A  common  single‐phase uncontrolled 
rectifier is used to demonstrate the harmonic analysis.  
The  algorithm  and  the  accompanying  linear  and  nonlinear  modeling 
techniques are tested on an IEEE example system as well as an actual distribution 
feeder  model.  Their  reliability  and  accuracy  are  verified  by  satisfactory  test 
results. Three phasing of feeders, one of the conventional means for distribution 
system  upgrade,  is  evaluated  using  the  developed  algorithm  from  the 
perspective of NEV elevation.  
It  is  observed  from  the  test  results  that  the  harmonic  injections  from 
nonlinear  devices,  especially  the  single‐phase  power  electronic  loads,  can 
considerably increase the NEV of the system. The location of nonlinear devices in 
distribution  systems  is  also  an  important  factor on  elevated NEV. The highest 
elevation due  to harmonic distortion  is  found on  the bus where  the nonlinear 
loads are connected. However, this elevation can affect the downstream buses as 
well as the buses on the path from the nonlinear load to source. The closer a bus 
is  to  the  source,  the  lower  the  effect  of  nonlinear  loads  on  NEV  elevation, 
assuming the source has a nearly ideal grounding connection. The buses on other 




suggests  that  the developed  algorithm  can be  applied  to  identify  the origin of 
NEV  elevation  in  an  actual  distribution  system.  The  evaluation  of  the  three‐
phasing method shows  that  the method  is not capable of reducing NEV profile 
on  a  distribution  feeder  with  large  amount  of  single  phase  nonlinear  loads, 
although it works perfectly for a system with predominantly linear loads.  
II. Future Work 
Only  one  power  electronic  device,  the  uncontrolled  capacitor  filtered 
rectifier,  is modeled  in this document. However, the technique  is not  limited to 
the  single‐phase  rectifier;  various power  electronic devices  can  be  represented 
according to their nonlinear characteristics.  Other non‐linear devices, such as the 




the  distributed  nonlinear  loads  throughout  the  system  to  account  for  the 
harmonic attenuation and diversity  [50]. The  simple  structure of  the  load  flow 



















The  circuit  diagram  for  a  typical  single  phase  uncontrolled  capacitor 
filtered rectifier is shown in Fig. A‐1. The input voltage  thV  and input impedance 
TTT LjRZ ω+=  are  provided  by  the  load  flow  result  and  the  system 
configuration.  The  capacitor  C  and  the  resistor  eqR  represent  the  equivalent 
circuit of  the  rectifier. The goal of  this analysis  is  to determine  the closed  form 













The  diodes  conduct  in  pairs  to  charge  the  load. When  the  diodes  stop 
conduction,  the  input  current  is  zero.  The waveform  for  rectifier  operation  is 
shown in Fig. A‐2. It is only of interest to examine the circuit performance during 
the interval  21 θθθ ≤≤  to determine the shape of  si . In the following derivation, 












For  accurate modeling  of  rectifier  response  to  harmonic  distortion,  the 
input  voltage  thV  is  not  restricted  to  fundamental  sinusoidal.  The  general 
expression  for  thV  is  given  as  ( )∑ +=
h
hhth hVV φθsin2 .  The  subscript  h  
represents  the harmonic order of  interest. The highest harmonic  frequency  in a 
typical harmonic analysis could reach up to the 25th harmonic.  
To  simplify  the  analysis,  the  axis  can  be  shifted  by  1θ  where  the  input 
current  just  starts  flowing  in  the  positive  direction.  The  expression  for  thV  is 
rewritten as follows 















dVCi += θω   (A‐3) 


































1  ,1  ,1  , 4321 ==== , then (4) becomes 


















































The  differential  equations  (A‐5)  (A‐7)  for  oV and  si  have  the  same 
characteristic  equation,  which  is  what  we  expect.  The  only  difference  is  the 







αααααα −−±+−=±= bas   (A‐8) 
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B. The particular solution of  oV  and  si  
The  particular  solutions  of  oV and  si  can  be  determined  using  the 
undetermined coefficients method. Since the forcing functions on the right of (A‐
5)  (A‐7) are  summation of  sinusoidal  functions,  the particular  solutions  should 




hho hNhMV θθ sincos   (A‐9) 
∑ +−=
h
hho hhNhhMV θθ cossin'   (A‐10) 
∑ −−=
h
hho hhNhhMV θθ sincos 22''   (A‐11) 
Substituting (A‐9), (A‐10) and (A‐11) in (A‐5), we have 
( ) ( ) (































Collect similar terms for  θhsin  and  θhcos , and compare both sides of (A‐
12) at each harmonic, we have 
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( )( ) ( ) hhhhh VNhMhN δαααααααα cos2 323241412 =++−++−   (A‐13) 
( )( ) ( ) hhhhh VMhNhM δαααααααα sin2 323241412 =++++−   (A‐14) 
Put (A‐13) and (A‐14) in a matrix form 
( ) ( )




































αααα −−=B ,  ( )222221 4 1 Bahhac h −−+= ,  then  hc1
1−=∆ .  The 
coefficients  hM  and  hN  can be  calculated by  inversing  the  coefficient matrix  in 
(A‐15) 

































( )[ ][ ] hhhhhhh cVahBahcVM 5222132 2cos2sin2 αδδαα −=−−−−=   (A‐18) 
110 
( )[ ][ ] hhhhhhh chVhhBaahchVN 72222132 2cossin22 αδδαα =−++−=   (A‐19) 
where 
( ){ }hhhh ahBahcc δδα cos2sin22135 −−−=  
( ){ }hhhh hhBaahcc δδα cossin2 222137 −++−=  
Thus the particular solution of  oV  becomes 
∑ ⎟⎠⎞⎜⎝⎛ +−= h hhho hh
chcVV θαθα sincos2 7252   (A‐20) 
Similar to  oV , the particular solution of  si  is assumed to be as follows 
∑ +=
h




hhs hhNhhMi θθ cossin'   (A‐22) 
∑ −−=
h
hhs hhNhhMi θθ sincos 22''   (A‐23) 
Substituting (A‐21), (A‐22) and (A‐23) in (A‐7), we have 
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( ) ( ) (
) ( ) ( )
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Note  that  the matrix  on  the  left  in  (A‐25)  is  the  same  as  that  in  (A‐15). 
Solve (A‐25) for  hM  and  hN  























































































( )[ ] ( ){ }422224212 2cos2sin αδαδ ahBahhBaahcc hhhh +−++−++−=  
( ){ } ( ){ }{ }2422222414 2cos2sin ahhBahhBahacc hhhh −−++−−+−= αδαδ  
Thus the particular solution for  si  becomes 
∑ ⎟⎠⎞⎜⎝⎛ += h hhhs hh
chcVi θαθα sincos2 4222   (A‐28) 
C. Complete solutions of  oV  and  si  
After the particular solutions of  oV  and  si  are determined, the next step is 
to  find  the general  solutions  for  the output voltage and  the  input  current. The 
characteristic  roots  in  (A‐8)  can  be  either  real  or  complex  depending  on  the 
circuit  parameters.  Assume  that  the  roots  are  real,  then  (A‐8)  is  repeated  as 
follows 





Including  the  particular  solution  (A‐20),  the  complete  solution  of  oV  
becomes 
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∑ ⎟⎠⎞⎜⎝⎛ +−++= h hhhsso hh
chcVeAeAV θαθαθθ sincos2 725221 21   (A‐30) 
The  parameters  1A  and  2A  in  (A‐30)  can  be  determined  using  the  initial 
conditions of  the  circuit. At  0=θ ,  the  rectifier  starts  conduction and  the  input 
voltage equals the output voltage, i.e., 
































' 20 α   (A‐36) 
Substituting (A‐32), (A‐35) and (A‐36) in (A‐34), we 


























hhh cVAsAs 7242211 sin2 αδα   (A‐38) 
Solve  (A‐33)  and  (A‐38)  for  1A  and  2A  simultaneously.  Then  for  each 
harmonic, we have 
( ) ( )[ ]hhhhh ccssb
VA 6512111 sin2
2 +++= αδα  
( ) ( )[ ]hhhhh ccssb
VA 6522122 sin2
2 +−+−= αδα  
where  
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( ) ( )[ ]hhhh hhBaBaacc δδα cos3sin2 222136 +−++=  
Hence the output voltage is determined for real characteristic roots and its 
complete solution is as follows 
( ) ( ){ } ( ){[






























































































αααα <− ,  the  characteristic  roots  of  both  (A‐5)  and  (A‐7)  are 
complex, and the general solution of  oV  are as follows 
( ) ∑ ⎟⎠⎞⎜⎝⎛ +−++= h hhhao hh
chcVbAbAeV θαθαθθθ sincos2sincos 725221   (A‐41) 
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( ) ∑ ⎟⎠⎞⎜⎝⎛ +++= h hhhas hhchcVbAbAei θθαθθθ sincos2  sincos 422'2'1   (A‐42) 
where  
2

























hhh cVA 521 sin2 αδ   (A‐43) 
Similar  to  the solution of  oV  with  real characteristic  roots, evaluate  thV  in 
(1) and the first derivative of  oV  in (A‐41) at  0=θ , substitute the results and the 
initial input current, i.e.,  ( ) 00 =si , into (A‐34). Then we have 






























VA 65212 sin2 αδα  
The final solution for the output voltage is then 
( ) ( )[ ]{[


































































Thus  finish  the  solutions  for  the  differential  equations  describing  the 
circuit  during  positive  conduction  period.  The  equation  for  si  will  exactly  the 











































( ) ( ){ } ( ){[












































































( ) ( )[ ]{[




















































( )222221 4 1 Bahhac h −−+=  
( )[ ] ( ){ }422224212 2cos2sin αδαδ ahBahhBaahcc hhhh +−++−++−=  
( )( ){






















( ){ } ( ){ }{ }2422222414 2cos2sin ahhBahhBahacc hhhh −−++−−+−= αδαδ  
( ){ }hhhh ahBahcc δδα cos2sin22135 −−−=  












( ){ }hhhh hhBaahcc δδα cossin2 222137 −++−=  
D. Frequency domain expressions  si  



















































2 +−−= δα  
( )hhhhh cscb
Vc 32229 sin2
2 −+= δα  
The expression of input current is rewritten as follows 
[ ] ∑∑ ⎟⎠⎞⎜⎝⎛ +++= h hhhh shshs hhchcVececi θθαθθ sincos2 42298 21   (A‐50) 




































































































































































































































































hh hcV θα cos2 22  
( ) ( )( )
























































( ) ( )( )
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cV θα sin2 42  
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( ) ( )( )
( )



































































( ) ( )( )
































































Finally, the total Fourier series coefficients are  4321 kkkkk aaaaa +++= , and 









































( ) ( )222322 sin2 hhhhhh bccacb











( ) ∑∑ ⎟⎠⎞⎜⎝⎛ +++= h hhhh ahhs hh
chcVebi θθαϕθλ θ sincos2sin 422   (A‐51) 
The  ka  and  kb  for the second and third terms will be the same as those for 
the third and fourth terms in the real roots case. Only the  ka  and  kb  for the first 
term need to be determined. 
( )
( )[ ] ( )[ ]{ }
( ) ( )( ) ( ) ( )( )[ ]





































































kb +=1tanφ , and  a
kb −=2tanφ  
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( )[ ] ( )[ ]
( )[ ] ( ){ }











































( )[ ] ( )[ ]{ }
( ) ( ) ( )( ) ( )( )[ ]





























































Using  the  same  definitions  for  2,1δ  and  2,1tanφ ,  the  equation  for  1kb  is 
rewritten as follows 
( )[ ] ( )[ ]
( )[ ] ( ){ }










































Finally,  the  total  Fourier  series  coefficients  are  431 kkkk aaaa ++= ,  and 
431 kkkk bbbb ++=
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II. Multiphase Harmonic Load Flow Program Code 
The  multiphase  harmonic  load  flow  algorithm  in  this  dissertation  is 
developed using MATLAB® 5.3 (R11) from The MathWorks, Inc. A complete list 









  config_601  series  impedance  per  unit  length  for  line 
configuration type 601 
  config_602  series  impedance  per  unit  length  for  line 
configuration type 602 
  config_603  series  impedance  per  unit  length  for  line 
configuration type 603 
  config_604  series  impedance  per  unit  length  for  line 
configuration type 604 




at  the  given  line  length  for  line  configuration 
type 601 & 602 
  assemble_config3  branch series impedance and shunt admittance 
at  the  given  line  length  for  line  configuration 
type 603 
  assemble_config4  branch series impedance and shunt admittance 




at  the  given  line  length  for  line  configuration 
type 605 
Single phase rectifier subroutine 
  sphr  single  phase  rectifier  subprogram:  import 




  is_comp  input  current  waveform  generation  for 
complex characteristic roots 
  is_real  input  current  waveform  generation  for  real 
characteristic roots 
  isf_comp  input  current  Fourier  series  for  complex 
characteristic roots 
  isf_real  input  current  Fourier  series  for  real 
characteristic roots 
  Vo_comp  output  voltage  waveform  generation  for 
complex characteristic roots during conduction 






  sphr_curr  combine  the  harmonic  current  from  rectifier 
with  the  other  linear  load  injection  by 
frequency 
  branch_curr_cal  collect  injections  at  the  receiving  end  of  each 
branch  and  calculate  the  current  division 
between neutral and earth 










%      Z    series impedance Z for per unit length (mile) 
%      leng  feeder length in miles 
%      Rg   pole grounding resistance 
%  The output: 
%      Zse    series admittance of the assembled model  [4, 4, harm#] 
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